Continuation Amendment 0006: VA-101-12-R-0070 Administration Building and
Education Center, VA Southern Nevada Healthcare System, North Las Vegas, NV

SUMMARY OF ADDED AND REVISED DOCUMENTS

New Drawing Sheets

Underground Utility Relocation Amendment Sheets as follows:
GI-000 — Cover Sheet — Volume 5

GI-001 - Project Information

C0.01 — Civil Notes

C1.01 — Civil Demolition Plan

C2.01 — Civil Utility Plan

C3.01 - Plan and Profile

C4.01 — Civil Details and Sections

AS-100 — Overall Site Plan

AD-101 — Underground Utility Relocation — Partial Demolition Site Plan
AD-110 — Underground Utility Relocation — Demolition Reflected Ceiling — Existing Hospital Basement
E-000 — Symbol Legend & Sheet Index

ED-101 — Demolition Site Plan — Electrical

ED-102 — Demolition Site Plan — Electrical

E-100 - Electrical Temporary Power Plan — Basement

E-101 - Site Plan Electrical

E-400 - Electrical Diagrams

E-500 — Electrical Single Line Diagram

E-501 - Electrical Single Line Diagram Demolition & Temp. Power
E-502 - Electrical Single Line Diagram Demolition & Temp. Power
E-503 — Electrical — New Ductwork

E-504 — Electrical — New Ductwork

Revised Architectural Drawings

GI-0201.1 — revised index indicating sheets that have been revised during bid

GI-0301 — Wall Types - revised partition schedule and detail sections

GI-0500 — Critical Path Method Phasing —phasing clarifications

AE-1204A — Floor Plan — Penthouse — Administration Roof — Tubular Daylight Device clarification related
to Amendment 003, item 119. See revise Specification Section 08 62 70 — Tubular Daylight
Devices issued in Amendment 004 for further clarifications

AE-1301B — Reflected Ceiling Plan — Level 1 — Area B — Tubular Daylight Device location clarification

AE-1303A — Reflected Ceiling Plan — Level 3 — Area A — Tubular Daylight Device location clarification

AE-2101 - revised Exterior Elevations — clarification of Optical Side-Daylighting System locations

AE-2102 - revised Exterior Elevations — clarification of phenolic panel

AE-2103 - revised Exterior Elevations — clarification of Optical Side-Daylighting System locations

AE-3110 - revised Wall Sections — clarification of Window Shade locations, and conc. sill wall

AE-3111 - revised Wall Sections — clarification of Window Shade locations, and conc. sill wall

AE-3112 - revised Wall Sections — clarification of Window Shade locations

AE-3113 - revised Wall Sections — clarification of Window Shade locations, and conc. sill wall

AE-4111 - revised Enlarged Floor Plans — clarification of counter at sandwich shop

AE-4504 — Interior Elevations — revised elevations — sandwich shop casework clarifications

AE-4507 — Interior Elevations — revised elevations — casework clarifications

AE-4591 — Casework Elevations — casework clarifications
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AE-4592 — Casework Elevations — casework clarifications

AE-5203 — revised Ceiling Details — clarification of soffit

AE-5401 — revised Vertical Details — clarification of Window Shade head details

AE-5402 — revised Vertical Details — clarification of Window Shade head details

AE-5405 — revised Vertical Details — clarification of Window Shade head details

AE-6101 — revised Door Types and Schedule information

AE-6102 — revised Door Types and Schedule information

AE-6103 — revised Door Types and Schedule information

AE-6104 — revised Door Types and Schedule information

AE-6204 — revised Window Elevations - clarification of Optical Side-Daylighting System locations
AE-6206 — revised Window Elevations - clarification of Optical Side-Daylighting System locations
AE-6401 — revised Window Details - clarification of Window Shade head details

AE-6402 — revised Window Details - clarification of Window Shade head details

AE-6403 — revised Window Details - clarification of Window Shade head details

AF-1101A - revised Floor Finish Plans to show location of VWC and Window Shade Devices
AF-1101B - revised Floor Finish Plans to show location of VWC and Window Shade Devices
AF-1101C - revised Floor Finish Plans to show location of VWC and Window Shade Devices
AF-1102A - revised Floor Finish Plans to show location of VWC and Window Shade Devices
AF-1102C - revised Floor Finish Plans to show location of VWC and Window Shade Devices
AF-1103A - revised Floor Finish Plans to show location of VWC and Window Shade Devices
AF-1103C - revised Floor Finish Plans to show location of VWC and Window Shade Devices

Revised Specifications

Section 07 42 00 — revised pages 6 through 9

Section 08 44 13 — Aluminum Curtain Wall - revised

Section 09 06 00 — revised pages 13 through 14

Section 10 25 13 Patient Bed Service Wall (Headwalls) — revised section

Section 10 71 13 — Exterior Sun Control Devices - revised

Section 11 73 00 Ceiling Mounted Patient Lifts — added section.

Section 12 26 00 Optical Side Day-lighting System — revised section

Section 26 05 13 Medium Voltage Cable — revised section for Temporary Power Work

Section 26 05 41 Underground Electrical — revised section for Underground Utility Relocation Work
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